Try s¢: S6 103 dwong Bui Thi Xudn — TP.Hué

1. Tén mau:

HueWAGO

Website: www.huewaco.com.vn

CONG TY CO PHAN CAP NUOC HUE
PHONG QUAN LY CHAT LUQNG NUGC

Email:info@huewaco.com.vn
Dién thoai: 0234.3815.555
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Ngay: 17/08/2026

PHIEU KET QUA KIEM NGHIEM

NUOC SACH MANG CAP NHA MAY BINH PIEN

2. Vi trf lay mau: Ho gia dinh tai thon Tan Hoa, x3 Binh Dién, Thanh ph Hué
3. Ngay liy mau: 11/08/2026

4. Ngay nhan mau: 11/08/2026

5. Thoi gian phan tich: 11 - 17/08/2026
6. S6 lugng/Tinh trang mau:

7. Két qua kiém nghiém:

Mau héa Iy chira trong chai nhuya kin khoang 500mL/mau (3 chai);
Mau vi sinh chtra trong chai thuy tinh da tiét tring khoang 300mL/mau (1 chai).

QCVN
~ S, PON | PHUONG PHAP - ¢ 01-1:2024/BYT
STT TEN CHI TIEU VI THU KET QUA QCDP
01:2022/TT-H
KPH
1 Coliform <1
CFU/ _ (LOD: 1)
A 100mL TCVN 6187-1:2019 KPH _
ot (LOD: 1)
3 | Clodutydo (*) mg/L PCL.HDO1.15 0,3 0,2-1,0
4 | Do duc (*) NTU PCL.HDO1.01 0,10 <2
, KPH
u si <
S5 | Mausac TCU PCL.HDO1.14 (LOD: 5) 15
6 | Mui - TCVN 2653:1978 | Khong c6 mui la | Khong c¢6 mui la
7 | pH (¥) - PCL.HDO01.02 7,1 6,0 - 8,5
Staphylococcus aureus CFU/ KPH
8 100mL SMEWW 9213B (LOD: 1) <1
Pseudomonas aeruginosa CFU/ . KPH
9 100mL TCVN 8881:2011 (LOD: 1) <1
10 | Amoni (tinh theo N) mg/L | TCVN 6179-1:1996 KPH <1
& ' (LOD: 0,003) =
11 | Permanganat mg/L TCVN 6186:1996 KPH <2
& & ' (LOD: 0,07)
12 | Clorua (*) mg/L TCVN 6194:1996 10,8 <250
bo cing, (*) .
13 tinh theo CaCOs mg/L TCVN 6224:1996 21 <300
14 | Pong mg/L PCL.HDO1.23 KPH <1

(LOD: 0,001)




QCVN
STT TEN CHI TIEU D%N PHUOEI%PHAP KET QUA 01-13?:2];1{)BYT
01:2022/TT-H
15 | Fluor mg/L PCL.HDO1.18 0,12 <15
16 | Mangan (*) mg/L PCL.HDO1.21 0,007 <0,1
17 | Na mg/L PCL.HDO01.35 (Lolglg,g 5) <200
18 | Nhom (¥*) mg/L PCL.HDO01.20 0,096 <0,2
19 | Nickel mg/L PCL.HDO1.22 (LOS:PS,IOM) <0,07
20 | Nitrat (tinh theo N) mg/L PCL.HDO1.07 0,3 <2
21 | Nitrit (tinh theo N) (*) mg/L TCVN 6178:1996 (LO§:P(§,1002) <0,05
22 | Sat (*) mg/L PCL.HDO01.19 0,03 <03
23 | Sulfat mg/L PCL.HDO1.17 1 <250
24 | TDS mg/L PCL.HDO01.12 35 <1000
25 | Xyanua mg/L PCL.HDO1.24 0,001 <0,05
26 | 1,2 - Dichloroethene ng/L 0,4081 <60
27 | Chloroform ug/L 48,9681 <100
78 | Bromodichloromethane ng/L PCL.HDO1.38 12,9525 <300
79 | Dibromochloromethane ug/L 6,5177 <100
30 | Bromoform ug/L 0,9257 <50

* Ghi chu: KPH: Khong phat hién (nghia la dudi ngudng phat hién ctia phuong phap thir)

(*): Phuong phap thtr da dang ky cong nhan ISO/IEC 17025:2017
* Nhan xét: Tét ca cac chi tiéu phan tich déu dat yéu cau theo Quy chudn K¥ thuét Qudc gia Véqchét lugng
nudc sach s dung cho muyc dich sinh hoat QCVN 01-1:2024/BYT cua Bo Y T€ va Quy chuan ky thuat
dia phuong vé chat luong nudc sach stt dung cho muc dich sinh hoat trén dia ban QCDP 01:2022/TT-H.
P.TONG GIAM POC

PHONG QUAN LY CHAT LUQNG NUOC

Mai Xuén Tin Cao Huy Twong Minh




